
 

   
MOUNTING AND OPERATION INSTRUCTIONS

KANALI 6-10-19 
 
1. KANALI luminaire is an indoor recessed fluorescent 

luminaire.The luminaire is made of three parts 
 
2.   Recessed mounting in plasterboard ceiling  
Check the code of the Housing Module and cut the 
ceiling according to the dimensions of the tables below. 
 

 

 
3. Place only the housing module in the ceiling 
 opening. To fix it use the 2 sets of metal 

 
4. Connect the reflector with the electrical parts to the 
 clamp. Be ware to the labeling for grounding. The 
luminaire is forbidden to function without grounding. 
Attention Make sure that the power is disconnected 
when installing the luminaire as well as during lamp 
changing. 
 
5. Then place the reflector and fix it on the housing 

module 
 
6. The lamp types as well as the wattage are indicated 

on the metal identification tag. 
 
7. Place the luminaire cover and fix it on the aluminium 

profile. In case of louver slide the grounding in the 
special metal part of the louver 

 
8. Power supply 230V. 
 
 
9. The luminaire covers may be removed by gently 

pulling. 
 
10. To be installed by a certified electrician 
 
 
11. Keep the instructions for future use 
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